
Installation (cont.) TT420S-LT (½ in, right-angle and straight) 

With the teflon washer installed over the brass threaded post, screw the TT420S-LT (½ in) 

into a 3/8-16 threaded tap (e.g. in a brass rub-block) as shown.   Do not over-tighten.   

Slide the gland (with ground terminal) and ring over the end of the conduit and screw the 

cone into (and over) the end of the conduit.  Install the conduit over the cable and secure it 

to the TT420S-LT (½ in) fitting by tightening the gland.  Tighten enough to seal – do not 

over-tighten. 

Apply the Certification Reference Label to the installed conduit as shown. 

Properly earth the ground terminal per the applicable electrical codes. 
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